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FORM ' II" : FORM FOR ISSUING FIR E SAFETY CERTIFICATE 
[Sec sub-rule (1) ofru!c 35) 

C.OVERNi\lENT OF NATIONAL CAPITAL TERRITORY OF J)F,LHI 
1-IEADQ UARTERS: DELHI FIRE SERVICE NEW Df.LHl -110001 

No.F.6ffiFS/l\'IS/School/2023fND7.J J63 Da kd: 13 I 0 ~ 12023 

FIRE SAFETY CERTIFICATE 

Certi fied that the Kcndriya Vidyalap located at Khichipur, Delhi- I 10091, building 

compri sed of Ground + Three upper noors. owned / occupied by Kcndriya Vidyalaya, \\aS issued 

Fire S:ifcty Certificate by this department vidc letter F6/DFS/MS/Schooln 01 9/N DZ/1660 dated 

21 /8/2019. The premises was re-inspected by the officer concerned of F1 rc Service on 

05/04/2023 in the presence of Sh . S. K. Shrivastva (Principal) and observed that all the fire 

prevention and fi re safety arrangements provided in the premises found in good working 

eondi1ion. The prem ises have therefore deemed complied with ru le 33 of the Delhi Fire Service 

Ruic, 2010 and observed lhat the said Bui lding /Premises is li t fo r occupancy class 

"Educat ional " (G roup-B) with effect from . IJ,. /.R.3/. ... /2023 for a period of three yc;irs in 

accordance with rule 36 unless renewal under rule 37 or sooner cancelled under rule 40 and 

subject to compli ance of the cond itions under rule 38 of the DFS rules. 2010. 

l%ucdon 13 /011 /2o23 atNcwDe lhibv f" 
( 

DIRE TOR 
DELHI FIRE SERVI CE 

Copy to :-
o(c_~ 

I. The Principal, Kendri ya Vidyalaya, Khichipur. Delhi -I IOO?J. 
2. The Director or Education, Govt. ofNCT. Old Scctt ., Dclh1-1 IOOS4 . 

Condi1im1\ for 1hc ,:1lidily of t'irc S~fo lv Cl·rtificat 

1. All the means ofcseapc l cnlry l c~1 tshall be kept fr ee fro nl anrob~ti:uct ion 
,\II the fire safely arr.mgcmcnt provided there in shall be m~intaincd m good " orkini;cond,uons at all t

11
nc~ 

Any loss of li fe or propcny due to non• funct1on al fife safely measure st1a\l be at the rcspcns,b1 hty of Lhc 

J ~ ~11
1
~~c;ac;t~lcmtxrs must know the correct method of opera11on of fire fi~h1 1ng sptcm 

5. Th is Fire SJfct,• Ccnific:11c inay not in any way be treated as rcgular1L.1l1on {Cl:rnsc 2 8 of UBBL-2016) of 
unau1hori zt>dCO~strucL1onor1\ltcrat1on (Cbusc l 4J ofUllBL-20 16). 1_fany .. 
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0a:1~~~tt~ Ill the fi rst ~chcdulc of Dclb1 Fire 

Scr, ice Rules 2010 The from 1sa\'a1lablcon WWW .dfs De~n~ 



INSPECTION RF.PORT 'cl\\\ 
l. Name & address of the building: Kcndriya Vidyalaya at Khichipur, Dclhi-110091. 
2. Type of Occupancy : Educational 
3. Building Comprised of : Ground & Three Upper Floors onl y 
4 . Type of Case : Renewal 
S. Details of previous NOC No . : F6/DFS/MS/Schoo1/2019/N DZ/ l 660 dated 21 /8/2019 
6. Fire Safety directives Leiter No. : F6/DFS/MS/BP/20\ 2/ I 214 dated 04/04/201 2 
7. Date of inspection : 05/04/2023 
8. Name of the Inspecting Officer : A.K. Jaiswal. D.O. (East) 
9. Name and dcsignalion of Officer 

from the building side : Sh . S. K. Shri vastva (Principal) 
10. Year of Construction : 2014-1 5 
11. Aoolicant's email dated : 13 March, 2023 
S Minimum standards on fire Requirement Pro vided at Remarks 
No prevention and fire safety site MR/NMR 

UIR 33 
I . Access of building 

Road widlh 6m j 12m MR 

• Gale width I 6m I Gm MR 

• Widlh of internal road NA NA NA 

2. Number, width. Type & Arrangements of exits 
a. Number of staircases 
• Upper floors I S S+ !Ramp f MR 

• Basements 7 NA 
Wid1hofstaircascs 

• Upper floors 
• Basements 

Protection of exits 
Fire check door 
Pressurization 

b. No of con1inuous 
staircase 10 terrace 

c . \Vid1h Of Corridor 
d. Door Size 

l.S0meach 
NA 

NA 

NA 

1.5m 
lm 

I NA 

( 

1 1.S0m each 
I NA 

NA 

NA 

5 , , 
2m&2.30m 
lm 

3. Compartmentation 

4. 

S. 

Fire check door NA 

Scaling of electrical NA 
shafts 
Fire Ra1ing of shaft NA 
door 
Water Curtain NA 

Fire Dampers NA 
Smoke managements System 

• Basements 30 a/c per hour 
• Upper noors 12 a/c per hour 

Fire Extinguishers 
Total numbers 

Types 

ISi m.irk ing 

30 

ABC /WCo~ 

NA 

NA 

NA 

NA 

NA 

NA 

60 

ABC & Co2 

NA 

I MR 
I NA 

NA 

NA 

MR 

MR 

MR 

NA 

NA 

NA 

NA 

NA 

I NA 

NA 

MR 

MR 

i 
I\ 
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7. 

8. 
9. 
10. 

11. 

12. 

13 . 

14. 

I 

\" \\ V --11:irst - Aid Hose Reels 
Total numbers on 5 5 

MR 

each Ooor 
Length of hose reel 30m J0m MR 

--hose 
Nozzle di ameter 5mm 5mm MR 

Automatic fire detection and alarming system . Tyoc of detector NA NA NA I 

Location of Main Panel NA NA I NA 7 

. Location of Repeater NA NA -j NA 

Panel . Alternate source of power NA NA NA 

Hooters· Location NA NA NA 

MOEFA Required Provided MR 

Public Address System Required Provided MR 

Automatic Sprinkler System . Basements NA NA NA . Upper floor NA NA NA . Sprinkler above false NA NA NA 

ceiling 
Internal Hydrants 

Size of riser/down- NA NA NA 

comer 
Number of hydrants NA NA NA 

per floor . Hose Box NA NA NA 

Yard Hydrants 
Total number of NA NA NA 

hvdrants . Hose Box NA NA NA 

Pumping Arrangements 
Ground Level 

I . Discharge of main pump NA NA NA 

Head of main pump NA NA NA 

Number of main pumps NA NA NA 

Jockey pump out put 180LPM 180LPM MR 

Jockey pump head 40 m 40m ' MR 

Standby Pump out put NA NA NA 

Standby Pump Head NA NA NA 

> Auto Siaring/Manual NA NA NA 

stonnin • 
Pump House Access NA NA NA 

Terrace level 
Di scharge of pump 450 LPM Provided I I MR 

;. Head of the pump 40M Provided ) MR 

Power suppl y Required Provided MR -
;. Auto starting of pump Required Provided I MR 

Captive water Storage for fire fighting 7 

;. 

;. 

Under ground tank 
capaci tv 
Draw of connection 
Fire service inlet 
Access to tank 
Overhead Tank 
capacity 

I NA 

I NA 

NA 

NA 

10,000 /tr 

. l NA 
NA 

I 
I NA NA 

NA NA j 
A N NA 

1 10,000 ltr /1. MR -

/Ji I c./)/ 
I 
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15 Exit Signagc Required Provided MR 
16. Provision of Lifts ---

Pressu rization of Lift NR NR NR 
Shaft 
Pressurization of lift NR NR NR 
lobby 

> Communication in lift NR NR NR 
Car 

> Fireman's Grounding NR NR NR 
Switch 
Lift Signagc NR NR NR 

17. Standby powe r supply NR NR NR 
18. Refuge Arca 

Total area I NR I NR NR 
Location NR NR NR 

19. Fire control room 
Detector system panel NR NR NR 
Flow Switch Panel NR NR NR 
PA System Panel Required Provided MR 
Battery backup NR NR NR 
Bui lding Floor Plans NR NR NR 

20. Specia l Fire Protection NR NR NR 
Systems for Protection of 
special Risks, if any; 

The fire protection systems provided in the bui lding were tested. checked and found 
functional at the ti me of inspection. 

In view of the deemed compliance of the minimum standards of fi re preve ntion and 
fire safety measures as requi red ;!ndcr the ru lcs..Jhe NOC issued vidc letter No. 
F6/DFS/MS/School/2019/NDZJ l660 dated 21 /8/2019 renewal under ru le 35 of the Delhi 
Fire Service rules 2010 is recommended. 

(7\1,p~ 
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Signature of the Inspecting Officer 
Name : Ashok Kumar Jaiswal 

Designation : 0 .0. (East) 
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