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~ GOVEl{NMENT OF NATIONAL CAPITAL TERIUTOR\I OF DELfl l 7.~ ~ ,# II EAl)QUARTERS: DELfll FIR E SERVICE: NEW DELHI- I JO00I °1;;~,t. .... -

l\o 16 1)1 SII\ IS SchooVWZ/2023/ J9L( Dated - 03 /os/ 2.d23 
FIRF. SAFETV CEl{TIFICATF. 

c~·nilicd 1hot the ~L C. Primary Glr lv Boy School (10-1757~38) Loc:ucJ at lliran Kut.Ina, Ne,, l)clhi-11 00-U comprised of Ground + 01 Upper Floor only 01, ned/occupied b} M. C. Primal") 
Girlvllo) School. ,,as issued Fire Safety Ccnilico1c by th is department Vkle Lener No. 
F6/0FS/MS/SchooV\Vl./20 19/ l520 Dated 2-t 07.20l9. The said premi.se wos re- inspected by the o01cer concerned of this dcp;inmcn1 on 20.04.2023 in the presence of Krishan Kumar (lnchnrge) 
:mJ found that the premises / bu1ldin11 ha, c deemed complied ,~ith the lire prevention and lire sofcty requirement> in accordance NBC (Pi1n-lV)/D O.E., GNCT of Delhi, Circulnr no.3298-3398 dared 
01-03-1011 aml thot the premises/building is fit for occupnncy class "Educa1iont1I Uuilding" Group B 
"1th dfc-ct from ~J 05J)A.3 for a period of three ) tars. subJect to comp ha.nee of the cond111on~. prrntcd bclo11 . 

l~wed on C.3J<lS1.JaJ . . at Ne11 Delhi by. 

rg) 
Directo r 

lhi Fire Scrvicr) S\.<.. Cop~ to. -
~ I. The Director. Directorate of Education. GNCT of Delhi. Old Sc:cretanat Delhi - 11 005-1. o.2/ o\'{~1 2. The Pnncip;i l. M. C. Primary GirlYBoy School (10-l 757-H8), Hiran Kudna. Ne\\ Dclhi-11004 1. 

Fol 1011 ing fire s11fcty din·c:th 'l'' ruu~t be :i cJ hcred to:-
1. All the means of escape shall be l..cpt fn:i: of all type of obstruction all the Lime. 2 All the employees shall be acquainted " itll the use and mainicnanc~ of all fire equipments and method of smooth and speedy safe e, acuauon of occupants in case of cmcrgcnc) . 3. All the fire lighting cqu,pmc:nl!> sholl be ma1111aincd in perfect working condition all the time and an) lapse rendering non-functionJI if fin: safct)• measures. management !>hall be n:spon,ibk-

4. 1\ n)' de\ in11on. 1\ ith regards to construction, vcntilution, occup;it ion. ekctric insuillarion etc. ma) be got \ Cri ficd from the concerned authontics. 
5 The I ire Safct~ Certificate ma) not be ll'ellted in an) case for n:gularizations of unauthorized cons1ruc11011 / unoutl1orizcd use ofland if any. 
6 All comments / dm:c11ons oflicc:nsing Depanmcnt shall nh\O) S be pcm1ittcd and fol lowed. 7. I he o,\ner /occupier shall , ubmit a dcclarntion c\cry )Car m form •K' providcJ in the first ~chedulc of Delhi Fire Service Ruic 2010. ·nu: fonn is avail:iblc on ww" df~ delhii;,0, 1.nic in 8 111c o,, 11cr / occupier shall apply for n:ncwnl of this Fire Safct) Ccnilicate to the Director in ·ronn J • (~ub Ruic (I ) of Ruic 37) along \\ llh cop) of the certificate. six monlh.s prior to 11s ..-,p1ry. 



INSPECTION REPORT 

I. 1ame and address of the building: M. C. Primary Girls/Hoy School (ID-17S7438) 
Localed al Jliran Kudna, New Dclhi-11 0041 

2. ypc of Occupancy 

3. 'ype of Case 

: Educational (G ➔ 0 I Upper floor only) 

: Renewal 

4. Details of previous NOC F6/DFS/MS/School/W7J2019/ 1520 Dated 24.07.2019 

5. Fire Safety directives Leiter No. : D.O.E Circular no.3298-3398 dated O 1-03-2011 

6. Date of inspection : 20.04.2023 

7. Name of lhe Inspecting Officer : Aman Kumar Lalhar. ADO (JWP) 

8. Name and designation of Officer 

from lhe building side 

9. Year of Construction 

IC . Applicant's letter No. 

-- --
Minimum standards on lire 

: Sh. Krishan Kumar (lnchargc) 

: 201 I 

: email dated 06.04.2023 

s 
Ne prevention and lire safety U/R 33 3298-3398 Dated si te 

0 .0 .E. Circular No. =rrovidcd at 

01 03 2011/ as per FSC 
dated 24.07.2019 -----'~ 

I. 

Remarks 
MR/NMR 

- Access of building 

• Road width------.- Accessible ~ vidc~ ~ MR 

• Gate width Accessible vidc_!_ MR 

• Width of internal road NA NA NA 

Number. width. Type & Arrangements of cxi.!£_ 

a. Number of staircases 

• Upper fioors 
• Basements 
b. Width of staircases 
• Upper fioors 
• Basements 
c. Protection of exits 

• Fire check door 

01 
NA 

I .Sm 
NA 

NA 

1 I 2S x 2 I MR (Old Case 

I NA -=c NA 

NA 
• Pressunzation 

---t 
NA 

NA 

d. No of continuous 
staircase to terrace 

c. Width Of Corridor 
f Door Si✓.c 

Coll_!J>artrncntation 
• Fire check door 
• Scaling of electrical 

shafts 
• Fire Rating of shaft door 
• Water Curtain 
• Fire Damper~ 

e, Smoke managements S) stem 

NA 

I S m 
Im 

NA 

NA 
NA 
NA 
NA 

NA NJ\ 
NA MR 

Provided MR 
Double door m MR 
each class room 

NA 
NA NA 

NA NA 
NA ~ A 
NA NJ\ 
NA NA 

• ll~cmcnts 
• Upper floors 

~:._ F,rc l:x11ngu1~hcrs 
• I otal numbers 

NA 
NA--

05 nos. 

NA 
NA I NA NA 

07 no~ MR 

l • 'lypcs 
• IS murl..,ng 

ADC&CO2 Provided MR 
ISi marled -- . 

Provided l ~IR .J 

I 
~ 1 



~--13 
----- -~ --

6. F irst - Aid I lose Reels - - ---- --- Total numbers on each noor NA NA NA 
• ,_ 

Length of hose reel hose NA NA NA 
• 

Nozzle diameter NA NA NA 
• ---- Automatic lire detection and alanning system 7. 

• Type of detectors NA NA NA -
• Location of Main Panel Ni\ NA NA - --
• Location of Repeater Panel NA NA NA 

• Alternate source of power NA NA NA 

• Hooters' Location NA NA NA 
- - - -

R. MOEFA NA NA NA 

9. Public Address Svstcm NA NA NA 

10. Automatic Sprinkler Svstcm 

• Basements ~~ --1 NA NA 

• Upper Floor NA NA 

• Sprinkler above false ceiling NA NA 
_,___ 

11. Internal Hydrants: -,-

• Size of riser/down- comer NA NA NA 

• Number of hydrants per 0oor NA NA NA -
• Hose Box NA NA NA 

12. Yard Hydrants --
• Total number of hydrants NA NA NA 

• Hose Box NA NA NA 

13. ~ Pumping Arrangements: -
• Ground Level 

• Discharge of main pump NA NA NA 

► Head of main pump NA NA NA 

► Number of main pumps NA NA NA _ ,_ 
► Jockey pump out put NA NA NA 

► Jockey pump head NA NA NA 

► Standby Pump out put 
1-- ~' 

NA NA NA ... ,, Standby Pump I lead NA NA NA 
► Auto Staring/Manual NA NA NA 

stopping 

► Pump House Access NA NA NA 
• Terrace level 

► Discharge of pump NA NA NA 
► Head of the pump NA NA NA 
► Power supply --

NA NA NA 
► Auto starting of pump --

NA NA NA 
14. Caotivc water Storage for fire lightim : 

• Under ground tank capacity NA NA NA 
1--

► Draw ofT connection NA NA NA 
),- Fire service inlet _ NA_ NA NA ... Access to tank -,, NA NA NA 
• Overhead Tank capacity __ 

----
NA NA - NA -

15 Exit Signagc NA NA NA 
16. Provision of Lifts 

-- - l 
► Pressurization of Li ft Shaft NA NA NA 

► Pressurization of lift lobby NA NA NA 
► Communication in lift Car ----

NA NA NA 
► Fireman's Grounding Switch -- ----

NA NA NA ... Lift Signagc --- - -,, NA NA NA 

17. Standby power suooh NA NA NA -
18. Refuge Arca 

' 
- - --

~ NA I N!\_ 
-,. Total area NA 

► Locauon 
- -

NA NA NA 

/ 



'"' ., '1 

19. Fire control room 
► Detector system 

panel 
),, Flow Switch Panel 

NA NA NA 
NA NA NA 
NA NA NA 

► PA System Pnnel NA NA NA 

► Ila11ery backup NA NA NA 
► Building Floor Plans 

NA NA NA 
20. Special Fire Protection 

Sys1cms fo r Protection or 

special Risks. ir ony; 
Fire protection systems provided in the building were checked nnd found 

functional 0 1 the time or inspection. 

Note: - The school management has given an undenak ing that two rooms 

constructed at terrJcc not used for school activity. 

In view of the deemed compliance of the minimum standards on fire prevention 

nnd fire safety requirements as per D.O.E. Circular no. 3298-3398 dated 01.03.20 11 , 

rcnewnl of Fire Safety Certificate issued vide le lier no. 

F6/DFS/MS/Sehool/\VZ/2019/1520 Dated 24.07.2019 is recommended. 

Accordingly DFJ\ is put up fo r approval please. 

1
~ 1111~~ 

Aman Kumf Lathar 
ADO (JWP) 

r-1-JJt~ 
M 

.,ti (N, o/ fvv 1~ . l't1j ~ lli 

p I ( ftt 11{ 
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