
GOVERNMENT OF NATIONAL CAPITAL TERRITORY OF DELHI 
HEADQUARTERS: DELHI FIRE SERVICE: CONNAUG HT PLACE 

NEW DELlll- 110 001. 

No.F.6/0FS/MS/School/2023/SZ/ i Cf t Dated: o3 I os-/µ, 2.3 
FI RE SAFETY CERTIFICATE 

Certified 1h01 the M.C.D Primary School, Village Knir, New Delhi- I I 004Jcompriscd of ground 
plus one upper floor, having 101nl IO rooms (including Class rooms, StnfT room & S1orc etc) O\\ned/occup1cd by M.C D. Primary Schoolwns issued Fire Safct) Certificate by this department v1de leucr 
No F .6/DFS/MS/School/2019/SZJSS4 doted I 510312019 The school building was re- inspected by the 
officer concerned of 1h1s department on 19/04/2023 in the presence of Sh Hargian Singh Yadav (Principal) 
and found that the School have deemed complied with the fire prevention and fire safety requirements in 
accordance w11h the Circular No F 16/Estatc/CC/Firc Sofcty/2011/3298 10 JJ98 d111ed 01 OJ 2011 issued 
by the Director of Education and 1h01 the building/ premises is fit for occupancy class ''Educationor• " c f. 
the date of issue of this certificate for a period of three ycnrs, subJCCI to compliance of the cond111ons printed as under. 

Issued on ... . a3./_as:/.2'1Z:£. ................. at New Delhi. 

Copy to·-
1. The Principal, 

M.C.D. Primary School, 
Village Kair, New Delh1-l I 0043 

2 Director of Education, 
M.C.D., Civic Centre, 
Minto Road, New Delhi•l 10001 . 

Folio" ing fire safety directives must be adhered to·-

11J 

l 

T R 
SERV ICE 

1. All the fire safely arrangements provided therein shall be maintained in good working condition at all times 
2 The means of escape shall be kept unlocl.cd and unobstructed for unhindered cvac11n11on of occupants in case of emergency. 
3 Any loss of li fe or property due to non-functional fire safety mea~ures shall be at the risl.. and responsibility of the managcmenL 
4 The trn111ed staff should be available round the clock. 
5. Any dev1?11ons" r.1 constniction ~hall _be veri fied by the concerned building sonctioning agenc)• 6 The ccrt1fi catc may not be treated 111 any case for the regularization of the unauthor11cd cons1ruc11on, if any. 
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lNSPECTION rtEPORT I. Name & address of the building : S.D.M.C Primary School, Village Knir, New Dclhi- 110043 2. Building comprised of 
Ground plus one noor 3. Type of Occupancy : Educational 4. Type of Case Renewal 

5. Details of Previous NOC 
F.6/DFSIMSISchooll2019ISZJ554 dated 15103/2019 6. Fire Safety directives letter No : Circular No. F.16/Estatc/CC/Firc Sofcty/201113298 to 3398 dated O 1.03.2011 7. Date of inspection 19/04/2023 

8. Name of Inspecting Officer A.D.O. R.K.Yadav 
9: Name and designation of officers 

Frnm the building side : Sh. Hargian Singh Yad:w (Principal) 
10. Year ofConstruction 2010 
11. Aooliennt's letter No. Bv mail dated 12/04/2023 

S.No. Minimum St:mdanls on fire prevention und Requirement l'rovided 111 Remarks fire safety U/R 33 as per FSC tit. site l\LR/NMR 
10. 12.2015 

I. Access to building 

• Road width Accessible 06 mtrs. MR 
• Gate width 4.5 mtrs Directly accessible MR 
• Width of internal road NIA from rood NIA 

2. Number, Width, Type & Arr:rngcment of Exits 
NIA 

a. Number of staircases 
• Upper Floors 02 no.'s 02 no.'s MR 
• Basements NIA NIA NIA 

b. Width of staircases 
• Upper Floor 1.5 &.75n, 1.35 & 1.35111 MR 
• Basements NIA NIA NIA 

c. Proiection of exits 
• Fire check door NIA NIA NIA 
• Pressurization NIA NIA NIA 

d. No. of continuous staircases to 
terrace NIA NIA NIA 

C. Width of Corridor I.SO m 2.10111 Mil 

f. Class room Door Size 1.0 m 1.12 Ill MR 

3. Co111rartme11t11tion 

• Fire check door NIA NIA NIA 
Sealing of electrical shafts NIA NIA NIA • 

• Fire Rating or shart door NIA NIA NIA 
• Water Curtain 

a 

N/A NIA NIA • Fire Dampers 
NIA NIA NIA 

4. Smoke Mnnngcmcnt System 

• Basements NIA NIA NIA 

• Upper noors Required Natural Vrnut,111011 MR 
prov1d.:d 

5. Fire Extinguishers 

• Total numbers 05 No's Provided MR. 
AOC/CO2 tyre Provided l\ lR. • Types 

ISi marked MR • IS marking ISi m:irked 
G. First-Aid I lose Reds 

• Total numbers on each lloor NIA NIA NIA 
NIA NIA NIA • Length of hose reel hose 
NIA NIA NIA • Nozzle diameter 

Auto'11:1tic fire detection and nl11r111inl! system -7. 
{.!/ n - I. 



• Type of detectors NIA NIA NIii.,. 

• Locn1ion of Main P_onel NIA NIA NIA 

• Loc:11io11 of Repeater Panel NIA NIA NIA 

• Alternate source of po\\er NIA NIA NIA 

• Hooters' Location NIA NIA NIA 

8. I\IOEFA NIA NIA NIA 

9. Pul,lic Atldrcss Syslcm NIA NIA NIA 
. I 

10. Aulom:ilic Snrinklcr Sn rcm 

• Basement NIA NIA NIA 

• Ground Floor NIA NIA NIA 

• Sprinkler above false ceiling NIA NIA NIA 

1). lnlernnl ll \'ll rnnls 

• Size of riser/down-comer NIA NIA NIA 

• Number of hydrants per floor NIA NIA NIA 

• Hose Box NIA NIA NIA 

12. Y11rd Uydrnnts 

• Totnl number of hydrants NIA NIA I NIA 

• Hose Box NIA I NIA I NIA 

13. Pumping Arrangements 
I ' 

• Ground Level 

► Discharge of mnin Pump NIA NIA NIA 

► Head of Main pump NIA NIA NIA 

► Number of mnin pumps 

> Jockey Pump out put 
NIA NIA NIA 

> Jockey pump head NIA NIA NIA 

► Srandby Pump our put NIA NIA NIA 

> Sr:indby Pump Head NIA NIA NIA 

► Aulo Suning/M:mual Stopping NIA NIA NIA 

NIA NIA NIA 

> Pump House Access 
NIA NIA NIA 

• Terrace level 

► Discharge of pump NIA NIA NIA 

> Head of the pump NIA NIA NIA 

► Power Supply NIA NIA NIA 

;. Auto Starting of pump NIA NIA NIA 

1-1. C11p1ive W:itcr Storage for fire figh ting 

• Underground rank capacity NIA NIA NIA 

> Draw-off connection NIA NIA NIA 

;. Fire service inlet NIA NIA NIA 

;. Access 10 tank NIA NIA NI.A 

• Overhead Tank capacity NIA NIA NIA 

15. Exil Signngc. 
NIA NIA NIA 

16. Provision of Lifls. 
(No lift) 

• Prcssunzarion of Lill Shaft NIA NIA NIA 

• Pressurizariorl of Lill lobby NIA NIA NIA 

• Communicarion In lift Car NIA NIA NIA 

• Fircm:in's Grounding Swilch NIA NIA NIA 

• Lin Siguogc NIA NIA 
NIA 

17. Standby ,,oner supply 
NIA NIA NIA 

18. R cfugc Area. 

► Towl Arca 
NIA NIA NIA 

;.. Loc:111011 NIA NIA NIA 

19. Fir c Control Hoom 
\~I V 
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• Dc1cc1or System Panel Nii\ NIA NIA 

• Flow Swi1ch Pnnel NIA Nii\ NIA 

• PA System Panel NIA NIA NIA 

• Battery backup Nii\ NIA NIA 

• Building Floor Plnns NI /\ NIA Nii\ 
-

Special Fire Protcclion System for l' rotcction of NIA NIA NIA 

srcci:il Risks, ifnny: 

l11e fire prot1:c11011 systems pro\idcd in 1hc building were 1cs1cd. chccJ..cd nnd fo und f1111c11011nl 01 the 1i111c 
of inspection. 

In \'icw of the deemed compliance of 1hc minimum slnndords of. fire prevention and fin: i.1fc1y 
mcns\Jrcs ns required under the rules the FSC issued \ idc lc1tcr number F.6/DFS/MS/School/2019/SZJ554 
doted 15103/2019 renewal in nccordnncc with the Circular No. F.16/Estatc/CC/Firc Snfc1yl201 l/3298 10 
3398 da1cd 01 .03.2011 issued by the Director of Educn1io11 is rccomrnc11dcd. 

f-1 

Signature of Ins 
Nnmc:- K.K.Ynda 
Dcsig1101iow- Assll . Divisional Officer 
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