
; Cl> .M. GOVERNMENT o,NAT,oNAI. CAPITAL TERRITORY o, owu r~ 
(y ,, \SI" IIEADQUARTF.RS: DELHI TIRE SRRYJCV.: NEW DRl,111-110001 --=-
/ No. F6/DFS/MS/School/S2/2023 / ;Jo "f- Dntcd : o~/os- / ~CJ 

FIRF. SAFF.TV CERTIFICATE 

Certified that the MCD Primary School No. 2 (Boys) located at Devli, New Delhi-80, 
comprised of Ground + I upper floor, was granted Fire Safety Cen ificntc (FSC) by this 
department vidc letter no. F6/DFS/MS/School/2019/S71576 dated 13.03.20 19. The school 
building was re-inspected by Assistant Di\l\sional Officer (M . Road) from this department on 
24.04 .2023 in the presence of Mr. Ram Singh (Principal) and found that the building/premises has 
deemed complied with the fire prevention and fire safety requirements in accordance with the 
circular no. 3298 to 3398 dated 01.03.20 11 issued by the Directorate of Educntion and the 
building (G round + J. upper Ooor) is fi t for occupancy of Group B " Etlucalional Buil~ing" 
with cfT«t from 08 .OJ>.1.J.ifJ3 . .. renewed fo r a period of three years, subject to conditions 
printed below. 

Issued on .D3./.Qs:/.#.J.:1 .. . ... at New Delhi by. 

Copy to:-. 
\ . The Directorate of Education, Center Zone: Lajpat Nagar, New Delhi- I I 0024. 
2. The Princip:11, MCD Primary School No. 2 (Boys) located at Devli, New Dclhi-80. 

Condition~ for the validity of Fi~ Safety Certificalt:• 
1. The owner /occupier shall apply for renewal of this fi re safety certificate to the Oiroc tor in form J' 

(subrulc(l)ofru le 371•1ongwithacopyof this certificatc. six months priorto itscxpiry 
2. Allthemeans ofcscapc~hall bc kept freeo f allthe type of obstruction allthe 1imc. 
J. All the employees shall be acquainted with the use and maintenance of all fire equipments and 

method of smooth and speedy safe evacuation of occu~nts in case of emergency. 
4. All the fire fight ing equipments shall be maintained in perfect working condition all th~ time and 

any lapse rendering non,functional of fire safety measures.' management shall be _rc<;pons1ble. 
5. The clarification with regards electrical inslall_at ion. vent11't ion. structu~ stab1hty set back a~. 

occupancy and constructional deviation in building etc .may be got vcnfied from the authontics 

concerned. 
6. This Fire Safety Certificate cannot be treated in any case for regulariutions of unuuthorizcd 

constructionunauthorizcd uscof landif 11ny. 

7
. The owner / occupier shall submit a dec laration every- _rear in form 'K' pro~idcd 1~ ~he fi~t 

schedule of Delhi Fin: Ser<ice Ruic 201 0. The form is av11l1ble on WWW dfs delh1so\:1 n1c ,n. 



l INSPECTION REPORT 
Namcandaddrcss ofthchuilding: MCD Primary School No. 2 (Boys) loca1«1 11 Dtvli, 

NcwDclbi-80. 

I ' Building is comprised of 
Type of occupancy 

Ground + I uppcrnoor 
Educational Building (Group-8) 

I 

Type of case: Renewal 
Dctai1s ofpn:vious FSC: f6/DFS/MS/Schooln019/Sl/576 dated 13.03.2019 
Fire safety directives no.: F6/Estatc/CC/Fire Safcty/2011/J298 to 3398 dated 

01.03.2011 
Dateofinspcction: 24 .04.2023 
Name of the inspecting officer. AOO Rajcsh Kumar Shukla (M . Road) 
Name and designation of the officer Mr. Ram Singh (Principal) 
from the building side: 

10 Year of construction: 
II Rcfcrencclettcrno.: 
S.No Minimum St111d1rds on fire 

Prevention aad fire sarety 
~uircmcnts U/R JJ 
Access to Building 

2013 
OutdoorDiaryno. 388dated 12.04.2023 
Rtquiremcnb Provldcatsi1c Remarks 

MR/NMR 

A l Road width I Accessible Accessible MR 
B I Gate width I NA i NA NA 
C I Width of intcmal roads I NA 1NA NA 

Number, Width, Type & Arninttment or El.its 
A No.orstairauc: 

a) Upper floor 
b)Basements 

B Widthofthestaircase: 
a) Uppcrfloor 

b) Basements 
C Protectionofexits 

a) Fire check door 
b)Pressuri:zation 

D No. of eontinuous staircase 10 
terrace: 

F Widthofthccorridor 
E Door sizc 

3 Compartmtatallon: 
A Firecheckdoors 
B Sealingofclectricalshafts 
C Fireratingofshaftdoors 
D Watercurtain 
E Firedampers 
Smoke Managemenl Syscem: 
A Upperfloors 
e Basements 

5 Fire Extlngulshen 
A I Total numbers 

D I Types 
C ISJmarking 

2nos. 12nos. MR 
NA I NA NA 

I staircase of LS 1.75 m1rs & 1.33 MR 
mtrs or if main mtrs 
staircast width is < 
l .S mtrs 
additional stai~asc 
of0.7Smtrrswidthis 
required 
NA NA NA 

NA 
NA 
lno. 

l.Smtrs 
1.0mtrs. (forclass 
room) 

NA 
NA 
NA 
NA 
NA 

I NA 
I NA 

i 08nos. 
C01 &ABC 
Required 

NA 
NA 
lno. 

Provided 
1.0mtrs. {for 
classroom) 

NA 
NA 
NA 
NA 
NA 

NA 
NA 
MR 

MR 
MR 

NA 
NA 
NA 
NA 
NA 

NA NA 
NA NA 

08 nos. MR 
COi &ABC MR 
Provided MR 



6 FintAldllo~1ttl 
A Total no. at each floor I NA 
B Lengthofhoscrcel I NA 
C Nozzle diameter I NA 

7 Automatic Fire Deltction and Alann System (ADAS) 
A Typeofdetcctors 
B Localionofmainpancl 
C Location of repeater panel 
D Altcmate power source 
E Hooter's location 
MOEFA 
Public AddffM Syslrm 

IO Automatic Sr rinkler System 
A Basement 
B Urpcrf1oor 
C SprinJ.. lcrsabovefalsc ctiling 

II lnternal Hydranu 
A Size of the riser/down comer 
B No. Of hydrants per floor 
C Hosebox 

I? YardHydraou 
A Total no. of hydrants 
B Hosc box 

13 Pumring Arrangements 
A Groundl..cvel 

NA 
NA 
NA 
NA 
NA 
NA 
NA 

NA 
NA 
NA 

NA 
NA 
NA 

NA 
NA 

a) Discharge of main pump NA 
b) Hcadofmainpump NA 
c) Number of main pump NA 
d) Discharge of jockey pump NA 
e) Headofjockeypump NA 
0 Discharge of standby pump NA 
g) Head of standby pump NA 
h) Autostarting.lmanual stopping NA 

B Terracel..cvel 
a) Dischargeofterraccpump 
b) Head often-ace pump 
c) Alternate power supply 
d) Autostartingofpump 

14 Cartive Water Storage for Fire Fighting 
A Undergroundtankcapacity 
B Draw off connection 
C Fireserviccinlet 
E Access totank 
D Overheadtankcapacity 

15 Eii t Signage 
16 Provisionoflirt 

A Prcssuriz.ationoflif\~haft 
B Prcssurizationoflift lobby 
C Communication in lift car 
D Firemanswitch 
E Liftsignage 

17 Standby Power Supply 

NA 
I NA 
I NA 

NA 

NA 
NA 
NA 
NA 
NA 
Required 

NA 
NA 
NA 
NA 
NA 
NA 

MCD f,,,,.,,,-y School No 1 (81JYf) /,xa1tdot fN,,1,. /\'no fNM, -80 

I NA NA 

I NA NA 

I NA NA 

NA NA 
NA NA 
NA NA 
NA NA 
NA NA 
NA NA 
Provided NA 

NA ) NA 
NA NA 
NA NA 

NA NA 
NA I NA 
NA i NA 

I NA I NA 
) NA NA 

NA NA 
NA NA 
NA NA 
NA NA 
NA NA 
NA NA 
NA NA 
NA NA 

NA NA 
NA NA 

I NA I NA 
NA ) NA 

NA NA 
NA NA 
NA NA 
NA NA 
NA NA 
Provided MR 

NA NA 
NA NA 
NA NA 
NA NA 
NA NA 
NA NA 

v.r '\)" 



MCD Prirr1ary Scliool No ] (Boys) /ocottdo1 Dt,-li. N~1111 0,/Jrl-M 

18 RerugeAre• 
A location NA I NA NA 

B I Total ma NA NA NA 

19 Fke Conlrol Room 
A Firedeteclion systempanel NA NA NA 

B Flow switch panel NA NA NA 

C P/\systempanel NA NA NA 

D Banerybackup NA NA NA 

E Building floor plan NA NA NA 

20 Special Fire Proltttlon for ipedal risk Ir any 
NA 

Ii able A 

The fire protection systems provided in the building were tested checked and 

found properly functiona l atthetimeofinspection. 
In view of the deemed compliance of minimum standards of fire prevention and 

fire safety measures as required in Oirec1orate of Education Circular no. )298 to 3398 dated 
01.03.2011, the FSC issued vide letter no. F6/DFS/MS/School/20l9/S7J576 dated 

13.03 .2019is recommendedtobcrencwcd . LY.t,1 .. 
Signature of the lnspe<:ting Officer 

Name Rajesh Kumar Shukla 
Designation ADO (M. Road) 
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