& GOVERNMENT OF NATIONAL CAPITAL TERRITORY OF DELHI ?EF
ha HEADQUARTERS: DELHI FIRE SERVICE: NEW DELHI- 110001 "

No PO DFS/MSSchool/ W22023/ Y 39

EIRE SAFFTY CERTIFICATE
Certificd that the Govt. Sarodaya Kunya Vidyalaya (ID-1617222) Located ot Shiv Ram
Park, Nangloi, New Delhi-110041, comprised of Ground + 01 Upper Floor unly owned occupred
by the Govt. Sarodaya Kanva Vidyalaya (ID-1617222), was issued Fire Safety Certificate by this
depanment vide letter No. FO/DFS/MS/School2020/225 Dated 16.07.2020 The said premise was
re-inspected by the officer concerned of this department on 20062023 in the presence of Sh. Om
Parkash (Estate Manager) and found that the premises  bullding have deemed complicd with the fire
prevention and lire salely requirements in accordance DO E., GNCT of Delh, Circular no 129%-
139K dated 01-03-2011 and that the premisesbudding i Nt for occupancy class “Educational
Bulding™ Group B with effect from H{QEJM for a penod of three years, subjest 1o

compliance of the conditions, printed below

Dated- 27 [0 ¢ (7023

lssued on 27 ,b 4 !21'.2..? at New Delhi by

ful Crarg)
Director
Dethi Fire Servi O\

{ vy i) =

| The Director, Directorate of Education, GNCT of Delhy, Ol Secretariat Delhy - 110054 ,_"_-,'H.'

-

= Ihe Pancipal, Govt Sarodaya Kanya Vidyalaya, Shiv Ram Park, Nangloi, New Dethi-
O

Following fire sufety dircctives must be adhered (o:-

I All the means of escape shall be kept free of all type of obstruction all the time

2 Allthe employees shall be acquainted with the use and maintenance of all fire Cquipments
ad method of smooth and speedy sale evacuation of decupants in case ol emergency

All the fire fighting equipments shall be mamtained in perfiect working condition all the tune

and any lapse rendening non-functional il fire safely measures, management shall be
respansible

Any deviation, with regards to construction, ventilation, occupation, electric installation cte
may be got venified from the concerned authonities

ITie Fire Salety Cerulicate may nol be treated in any case for regulanzations of unauthorized
construction /- unauthorized use of land 1f any

All comments  directions of licensing Department shall always be permitted and followed.
Fhe owner foceupier shall submit o decluration every year w form 'K provided in the first
sehedule of Delhi Fire Service Rule 2010, The form is avmlable on wiww dfs dethigoyt nic.in
B The owner ©occupter shall apply for renewal of this Fire Sufety Cenificate to the Direclor in

Form ™ (sub Rule (1) of Rule 37) along with copy of the certificate. six months prior to ils
CApIny

i

|



I I Name and address ol the buillding: Govk. Sarvodaya Kanya Vidylaya (1D-1017224)
| ocated at Shiv Ram Park, Nangloi, New Dethi -
110041,

2 | lype of Occupancy I ducational (G + 01 Upper T loor only)

i | Typoof Case Renewal

4 | Details of previvus NOC 16/ DTS MS School 2020225 Dared 16 07 2020

§ | Fire Safety dirccuives Letter Noo - DO Gircular no 3298-3398 dated (011-03-2011

6| Date of mspection 20062023
7! Name of the Inspeching Oflcer Arman Kumar Dathar, ADO (W)

& | Name and designation of Officer

| from the building side ShoOm Parkash, (Fstate Manager)
9. Year of Construction 2012
|
10 Applicant’s letier No emat| dated 05 06 2023
s _I Mimimum standards on fire holL Circular No Trovided at. | Remarks
| No | prevennon and fire safcty UrR 33 3298- 3394 Dated L sile I MEANME
| 1604 20197 as per 1'SC |

| dued 16 07 2020 |

& I :.l'"iE_l:ﬂ'L's of building

| o Road width ' Accessible | Un Main Road 1 MR
| ' e Gate width | Accessible 45m ! MR
| o Wudth of intemal road NA NA NA
BT T Y T ——.
[ Number of sturcases g | o
»  Lpper Hoors | [ 5 02 ' MR
| o Bascments | NA _ NA CONA
| b Width of starcases I . N ) ) -
| o  Upper floors | I5m IL 15mx2 "o._'IH'. B
| s [fasements L NA NA P NA
¢ [I'rotecuon of exits
' o Lire cheek door | YA | NA I NA
| o Pressunzation NA | NA i NA
| | d  Noof conlinuous 0l r 02 MR
' stircase o lerrace [
S e Width O Corridor 1 m 1 5 | R
L DoorSize | lom | dlem MR
(1| Compartmentation | i NA -
| o lire chech door NA | NA | NA
e Scabing of clectnical NA l NA _ NA
. | shalls - NA . A mli SA
o [in I{Jt‘mg of shafl doer | NMA : NA ! NA
| | *  Water Curtan NA | NA | = NA
Ll e Ve Dampers |
4| Smuke managements System _ '-
' o Bascments | NA ‘ NA 4, NA
= LUpper Noors | NA . NA NA
| § e Latmpuishers | _
, s ol numbers U nos |t s [ MR

e lyvpues L ABC & CO0 | Provaded MK



}_ﬁ' | First - Aud Hose Reels | Y -
" e Total numbers on cach floor | i/, EESs WA L1 NA
|1 & Length of hose recl hose I NA h:;_'h _ |4 NA
-« Nozzle diameter | NA NA | NA
SO (— - —
i:?_ mio_tngla_n;;_r_r_c dcu.r.lmn and 1gtr!n_;ngrt}_'~_tg:m_ —— T -|__
e l}pcnf'dct-.-;lnri [ NA WA NA
‘ o Location of Main Pancl { NA NA + NA
» Location of Repeater Panel | NA _ _NA | NA
: » Alernale source of power | NA_ | NA |l NA
o | @ lHooters' Location | NA NA || NA
8 [MOIFA | NA | NA [ NA
[0 | Public Address System 1 NA I NA___ || NA_
| 10| Automalic 'xpnnl».lcr System 1 S |
|| = Basements | NA ! NA Il NA
' & UpperFloor NN | O NA [l NA
. o Spnnklerabove falseceting | NA | NA L NA
11 [ Intemal Iydrants. i Pl SRR
»  Size of nser/down- comer O NA _1  NA _L_ NA
| | * Number ol hydrants per {Toor ~ NA ' NA A NA
e MoseBox | NA | NA 4 NA
12 | Yard Hydrams i
e lotal number of hydrants | NA ] NA T NA
| _ | * Hose Box I NA _ __T'__ CNA lt ~NA
13 | Pumping Arrangements I [N
' =  Ground Level | ey iR
= Discharge of main pump ; O NA [ NA || NA
. # lHead of main pump | NA L NA 1] NA
| -~ Number of mam pumps | NA | NA || NA
| » Jockey pump out put __ NA NA | i NA
| ~ Jockey pump head —— N  NA 1_ NA
| | » Standby Pump out put | NA I NA T
| . r Standby Pump Head : _'?q__:\ 1 NA T mNA
| | »  Auto Stanng/Manual I NA | NA NA
. | slopping | |
| Pump House Access T NA T NA T WA
| ¢ lerrace level B == :
| » Eaih‘urgi of pump NA i NA
{ »~ ticad ol the pum B T i)
| » Power 5up_nll; 4 :i - :':5 — - :\‘_"‘
| _ ~  Auto staring ol pump TONA ‘I hi_ ::i
14| Capuve water Storage for fire laghum_., P = )
: e Underp ground Lank capacity i NA . _\:1. NA
- Dra“ ofl conncchion | '\!A | ‘\ﬁ. NA
. # Tare service inlet NA I \:\ ~NA
| #  Access to lank ~ NA i_ NA NA
- s Overhead Tank capacity CNA ' NA NA
| ::_,I i]’i" "llbﬂﬁb;:l Required | Proy ided MR
1 | Provision of Lifts [
» Pressunzatwonof Lift Shafi | NA NA NA
#  Pressunzation of hifi lobhy R NA . . '.\:_-f TREAC
| »  Commumeation in Lt Car NA | NA NA
| ~ Lireman's Grounding Switch : NA TTNA S
# Lil Signage | NA I ONA NA
17| Standby power -.uppl:,_ - 1, NA N NA NA
18| Refuge Arca ‘ A
»  lowal arca | NA | NA NA
# [ ocanon NA . NA NA



19 Fire control room

1 » Detectorsystem NA
panc| NA
» Tlow Switch Pancl NA
» PA System Pancl | NA
» Battery backup ’ NA

|| 7 Bulding 1oor Plans
20, Speaal Fire Protection NA

Sysiems for Protection of
 special Risks il any .

functional at the ume of inspection

Dated 16 072020 15 recommended
Accordingly DEA 1s put up for approval please

NA
NA
NA
NA
NA

NA

[ NA
"’il‘j‘
NA
NA
NA

NA |

Fire protection systems provided in the building were checked and found

In view of the deemed compliance of the mimmum standards of fire prevention
and firc safety requircments as per DO Circular no 3298-1398 dated 01 032011,
renewal of Fire Safety Ceruficate issued vide letter no | HDISMS/School 20207225
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